INTERIOR LADDER DETAIL

- REMOVABLE DECKING SECTION
- INSTALL NEW LADDER SAFETY CABLE SYSTEM PER SPECIFICATIONS
- NOT TO SCALE
- FIRST LADDER RING SHALL BE LOCATED A MIN OF 3" AND MAX UP TO 1/2" BELOW RESERVOIR BOTTOM AND MIN. 18" FROM SHELL

RESERVOIR BOTTOM

WELD BRACKETS TO SHELL

CARBON STEEL LADDER

NOTE:
- FIRST LADDER RING SHALL BE LOCATED A MIN. 3" AND MAX UP TO 1/2" BELOW RESERVOIR BOTTOM AND MIN. 18" FROM SHELL

BIDDERS ARE REQUIRED TO PURCHASE BID PACKAGE

FOR REVIEW ONLY

ROOF HATCH DETAIL

SECURITY BAR PLAN VIEW

SECURITY BAR ELEVATION VIEW

INTERIOR LADDER AND ROOF HATCH

NORTH TWIN OAKS NO. 1 TANK

REFURBISHMENT

VALLECTOS WATER DISTRICT

CIVIL ENGINEER

DATE: 08-14-19

PRODUCT NO: 201045004