1) ALL PIPE FITTINGS, VALVES, AND COCKS SHALL BE THE SAME SIZE AS AIR VALVE INLET.

2) FOR SERVICE INSTALLATIONS GREATER THAN 150 psig, ALL COMPRESSION FITTINGS LISTED SHALL BE THREADED

3) ALL JOINTS TO BE 15% SILVER SOLDERED.

4) FOR STEEL PIPE CONNECTION SEE DRAWING W-26.

5) ENCLOSURE MAY BE A COLOR OTHER THAN BLUE IN DESIGN DISTRICTS, WITH VWD APPROVAL, ATTACH "VALLECITOS WATER DISTRICT" TAG TO ENCLOSURE.

---

**Legend Symbol**

- **STA.**
- **MIN. OF 30' DEEP**
- **SLOPE UP AT 1%**
- **DO NOT FLATTEN OR CRIMP AT BEND**
- **#12 AWG SOLID WIRE THHN INSULATION**

**Notes:**

1. ALL PIPE FITTINGS, VALVES, AND COCKS SHALL BE THE SAME SIZE AS AIR VALVE INLET.
2. FOR SERVICE INSTALLATIONS GREATER THAN 150 psig, ALL COMPRESSION FITTINGS LISTED SHALL BE THREADED.
3. ALL JOINTS TO BE 15% SILVER SOLDERED.
4. FOR STEEL PIPE CONNECTION SEE DRAWING W-26.
5. ENCLOSURE MAY BE A COLOR OTHER THAN BLUE IN DESIGN DISTRICTS, WITH VWD APPROVAL, ATTACH "VALLECITOS WATER DISTRICT" TAG TO ENCLOSURE.