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WORK TO BE DONE 

THE IMPROVEMENTS CONSIST OF THE FOLLOWING WORK TO BE DONE IN ACCORDANCE WITH THE 
LATEST EDITION OF THE FOLLOWING DOCUMENTS: 

1) SAN DIEGO AREA REGIONAL STANDARD DRAWINGS 
2) STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION (GREEN BOOK) 
3) CITY OF SAN MARCOS SUPPLEMENT TO THE GREEN BOOK (“STANDARD SPECIAL PROVISIONS”) 

AND MUNICIPAL CODE 
4) STATE OF CALIFORNIA DEPARTMENT OF TRANSPORTATION (CALTRANS) STANDARD PLANS, 

STANDARD SPECIFICATIONS, AND SUPPLEMENTAL TO MUTCD 
5) VALLECITOS WATER DISTRICT STANDARD DRAWINGS, STANDARD SPECIFICATIONS, AND 

APPROVED MATERIALS LIST 
6) CITY OF SAN MARCOS BMP DESIGN MANUAL 

ANY CHANGES OR REVISIONS THEREFROM SHALL BE APPROVED BY THE CITY ENGINEER AND VALLECITOS 
WATER DISTRICT ENGINEER PRIOR TO CONSTRUCTION.                
    

     

PROPOSED IMPROVEMENTS LEGEND 

ITEM QTY VWD STD SYMBOL 
2” DOMESTIC WATER SERVICE W/ 1” PUBLIC 
METER & 1” PVT BACKFLOW 

2 EA W-6 & W-19  

2” IRRIGATION WATER SERVICE W / 2” WATER 
PUBLIC METER AND & 2” PVT BACKFLOW 

2 EA W-7 & W-19  

6” FIRE HYDRANT ASSEMBLY 1 EA W-4, W-5 & W-
18 

 

6” DETECTOR CHECK ASSEMBLY  1 EA W-13  
8” GATE VALVE  1 EA W-16  
2” BLOW OFF 1 EA W-1  

 

EXISTING IMPROVEMENTS LEGEND 

ITEM QTY VWD STD SYMBOL 
1” AIR VACUUM 1 EA W-2  

8” PVC WATER MAIN  80 LF   
8” PVC SEWER MAIN 60 LF   
1” WATER SERVICE 4 EA W-6  
4” SEWER LATERAL 4 EA S-4  
4’ MANHOLE 6 EA S-1  
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Notes for Engineer: 

All private items to be labeled as such – separate line item for private and public. 

All faciliƟes connected to mains shall include staƟoning. 

Provide clearance dimension for all crossings. 

Provide separaƟon dimension for all parallel items. 

Meters are to be installed in the right of way. If this is not possible, pocket easements will be required. 

Backflows are to be installed on private property and not in the path of travel. 

VWD work order number to be noted in lower right-hand corner of all sheets.  

VWD general notes, DeclaraƟon of Engineer of Work, as-built numbers, pressure zone, Fire Department 
and WVD signature blocks to be included on all plans. 

As-builts will be provided at the customer’s request to determine exisƟng faciliƟes; however, a field visit 
is necessary confirm current site condiƟons as changes may have occurred since the original as-built was 
approved. 

 


